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When the unit is supplied with cable only, the receptacle shall be a three-wire grounding type 

suitable for use in the same hazardous location, classes, and groups as the lighting unit.  

The procedure for power cord connection is as follows: 

1. Loosen bottom set screw and remove cord bushing assembly. 

2. Loosen set screw on the handle and unscrew from base of the light. 

3. Pull cable through the cord bushing and put the cable through the bottom of the handle.  

4. Attach the white, black, and green wires to the cord connection assembly. Make sure 

the set screws are firmly attached to the cables.  

5. Re-attach the handle to the base of the light and attach set screw.  

6. Re-attach cord bushing assembly and attach set screw. 

Great care must be exercised in connecting the power supply cord to the connector plug on the 

lighting unit and attachment plug cap.  

Be sure the white and black power conductors and the green grounding wires are connected to 

their proper terminals. 

Check ground continuity before placing lighting in service.  

   


