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ID              TYPE        DESCRIPTION           WIRE SIZE
WIRE LEGEND

600V THHN BROWNCABLE

600V THHN GREENCABLE

600V THHN ORANGECABLE
600V THHN YELLOWCABLE

CABLE
CABLE

HV1

HV4

600V THHN BROWNCABLE
600V THHN ORANGECABLE

CABLE
CABLE

600V THHN ORANGECABLE
CABLE
CABLE

HV2
HV3

HV5
HV6
HV7

600V THHN YELLOW

600V THHN YELLOW

600V THHN BROWN

600V THHN BROWN
CABLE
CABLE

HV8
HV9 600V THHN YELLOW

600V THHN BROWNHV10
HV11
HV12

600V THHN ORANGE

600V THHN ORANGE
600V THHN YELLOW

CABLE

  1)
USE MAXIMUM 480V 3PH 400A INPUT DEVICE

USER NOTES:
USE MAXIMUM 600V 400A WIRING

  2)

#600 KCMIL cu

#2 AWG cu

HG
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 GRN

 GND_BAR
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 HV9

 HV1

 HV2

 HV3

 HV4

 HV5
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 HV10
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 HV13

 HV14
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 HV16-SPARE

 HV17-SPARE

 HV18-SPARE
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 480V 60 AMP 25kA

  3 POLE MCCB

  3 POLE MCCB

  3 POLE MCCB

  3 POLE MCCB

480V 400 AMP 35kA
  3 POLE MCCB

 LUG BLOCK
 480 VOLT 400A

480V 100 AMP 25kA

 480V 60 AMP 25kA

 480V 60 AMP 25kA

#600 KCMIL cu
#600 KCMIL cu

#2 AWG cu
#2 AWG cu
#2 AWG cu
#6 AWG cu
#6 AWG cu
#6 AWG cu
#6 AWG cu
#6 AWG cu
#6 AWG cu
#6 AWG cu
#6 AWG cu
#6 AWG cu

 HV19-SPARE

 HV20-SPARE

 HV21-SPARE

        

  3 POLE MCCB
 480V 60 AMP 25kA

CABLE
CABLE

600V THHN BROWN
600V THHN ORANGE
600V THHN YELLOW

CABLE #6 AWG cu
#6 AWG cu
#6 AWG cu

HV14
HV13

HV15
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