
 

 
 

Wiring Diagram
WARNING: DO NOT SERVICE WHILE ENERGIZED!

MT-ISX-FP-1P-450V-25KVA-120V-N3R-CU-ES-M99

Connections

H1 H4H3

X1
23 45

H2

7 1 6 8
X2

INPUT Volts Interconnect INPUT Lines  
Connect To

450 H2 toH3 H1, H4 

OUTPUT Jumpers Between Taps OUTPUT Lines
Volts Left Coil Right Coil Connect To
252 1 2 X1, X2
246 3 2 X1, X2
240 3 4 X1, X2
234 5 4 X1, X2
228 5 6 X1, X2
222 7 6 X1, X2
216 7 8 X1, X2
126 X2, 1 X1, 2 X1, X2
120 X2, 3 X1, 4 X1, X2
114 X2, 5 X1, 6 X1, X2
108 X2, 7 X1, 8 X1, X2


